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NOTES (FOR LIGHTING AND SIGN ILLUMINATION CONTROL) etric W&
REGISTERED ELE@ARICAL ENGINEER

1. The ballast voltages of lighting fixtures and luminaires \ ‘

shall match line service voltages. July 1, 2004 I
PLANS APPROVAL DATE

2. Voltage rating of photoelectric controls shall conform

to the service voltage indicated on the plans. The State of Callfornia or Jis officers or

agents snall not be responsible for the accuracy

or compiefeness of electronlc coples of his pian
[sheer.

w

. Terminal strip shall be provided for wiring to fixtures.

To get fo the Caltrans web site, go fo: hitp:/ /www.dot.cagov

4. Types SC1A and SC2A are similar to Types SC1 and SC2
respectively except test switch and wiring are not required.

_— Photoelectric unit __— Photoelectric unit

switch circuit switch circuit

. . _— Photoelectric unit ,15 A test
_ —Photoelectric unit L ( switch
yam \,/ /. ____ _NEMA R N )
— T~ enclosure ™ TESKPAUTO [, — NEMA 3R
15 A test \ﬂ / \ | Contactor | enclosure
switeh —— __ __ _ T NEMA 3R o Contactor AuTo) coil (120 V) — |
“T\LEST 1 enclosure — [ TS oAUTO coil (240 v) —| T——15_A test | 3 |
AUTO| | oy [ switch I
| | Contactor L \\'—r15 A test switch | J— 1 A fuse N
15 A, 1-pole coil (120 V) ——— | | 100 va, 1207480 v | | °
circlit breaker R\\f ) | 120 V to |/,30 A lﬁr?“f_ﬁﬁ'eiker, | 240 v 1o 'rransformer\,;_/I P
™S __'_“' lighting fixtures | //l contactor cireut \\T h'_..ligh‘rin‘g fixtures l—*l 480 V to lighting &
NEMA 3R | ‘(: | or luminaires 5 A, 1-pole _¢L|_,. 120 V to A or luminaires 15 A, 2-pole k_‘—».fixmres or luminaires
enclosure — | circuit breaker — P lighting fixtures \1\;,\ 30 A, 2-pole circuit breaker - ~ (7))
\_ — 11 J | or luminaires I com'écfopr j\"~ ggﬂﬁécszoprole ar
BK | B8 —_
To 120 V—+—pr— To 240 V4—(p—
€ To 120 V ; R To 480 V
service service w service service O
(For 240 V unswitched circuit) (For 480 V unswitched circuit) r~
TYPE LC1 CONTROL >
TYPE LC2 CONTROL TYPE LC3 CONTROL =
For 120 V unswitched circuit
with no more than 800 W load. For 120 V unswitched circuit
m
»n
1
—h
. . [,
15 A test switch 15 A test switch NEMA 3R o
A . i_ ~" enclosure
— " _ - | — 15 A, 1-pole
Ty P e
NEMA 3R ( enclosure —__ | | 120 V to lighting fixtures
enclosure —_ - | |
T|—~240Vor 480 V ;*1.20\/'+o ) | A
to lighting fixtures lighting fixtures transformer
To test To test |

To 240 V or

r BK
480 V service

To 120 Ve——pr——
service

To 480 V

service STATE OF CALIFORNIA

TYPE SC1 CONTROL TYPE_SC2 CONTROL S o TaeromOr
For 240 V or 480 V switched circuit, For 120 V switched circuit, (For 480 V switched sign circuit) ELECTRICAL SYSTEMS

see Note 4 for Type SCI1A see Note 4 for Type SC2A (LlGHTING AND SIGN
ILLUMINATION CONTROL)
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